120VAC Power Supply 24VDC
————— for Signal Conditioners
and Smart Relay
IDOM On/Off Bulk 1
IDOM On/Off Bulk 2
IDOM On/Off Bulk 3
Local Test o o
Local Reset o o
IDOM Reset P
-10V to +10V Signal 0— 10V
Conditioner
-10 to +10V Signal 0—-10V
Conditioner
-10V to| +10V Signal 0—-10V
Conditioner

MicroPLC and Expansion
Modules

P Bulk 1 On/Off to IDIM
P Bulk 2 On/Off to IDIM

P Bulk 3 On/Off to IDIM

Ethernet communication
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Fault Bulli PS MCORs 48
j magnets
Jjoo Q
Oon/Off/ ?
Fault Bulk PS MCORS 32
2 j magnets
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Oon/Off/
Fault Bulk PS MCORS 32
3 magnets
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