TITLE I REPORT
ON
CONTROL BUILDING

REPORT TO STANFORD LINEAR ACCELERATOR CENTER - ABA No. 73
STANFORD UNIVERSITY SUBCONTRACT S-136
UNDER AEC CONTRACT AT(04-3)-400

Submitted by George Liik

Approved by Roland L. Sharpe

AETRON-BLUME-ATKINSON
A Joint Venture
Architect-Engineer-Manager
Palo Alto, California

May 1963
SIMPLIFIED SINGLE-LINE DIAGRAM.

A CIRCUITS

2-480-208Y/120 transformers & receptacle panels
1-480-208Y/120 transformer & lighting panel

B CIRCUITS

2 - Hot water heaters

C CIRCUITS

3 - Duct heaters

D CIRCUITS

Control rack blowers

E CIRCUITS

1 - Chiller
3 - Air Conditioning
1 - Chilled Water Pump
1 - C.T.W. Booster

F CIRCUITS

48 V battery charger
24 V battery charger